SERVICE INSTRUCTIONS

. . .with lllustrated Parts Breakdown
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MODEL: DG1-Z, DG1H-Z,
DG1-001-D, DG1H-001-D
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DESCRIPTION

This model uses Bag-In-A-Box packaging to provide one gallon
of cold water per hour. Hot ‘N Cold Model DG1H delivers up to
45 six ounce cups of piping hot water per hour for instant bever-
ages. The unit is free standing and requires only electrical
power.

The refrigeration system is hermetically sealed at manufacture
and is generally considered to be non-field-serviceable. The air-
cooled compressor pumps refrigerant through the convection
cooled condenser and capillary tube (expansion valve) to the
cooling tank evaporator. The evaporator is wrapped around the
cooling tank for high efficiency.

The electrical circuit includes automatic overload protection, cold
and hot water controls.

SPECIFICATIONS

Voltage 115 VAC +10%/1PH/60 Herz
Size 39"H., 15" W,, 14-1/2" D.
Shipping Weight (Approx) 74 LBS.
Models DG1-Z DG1H-Z
DG1-001-D DG1H-001-D
Cold Water Capacity (GPH) 1 1
Compressor (HP) 1/20 1/20
Compressor (Amps) 1.2 55
Refrigerant R-12 R-12
Refrigerant Charge (OZ.) 2-1/4 2-1/4

*A.R.l. Rating: Room Temperature 80°F; Supply Water Tem-
perature 80°F; Drinking Water Temperature 50°F.

Specifications subject to change without notice.
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PARTS LIST

ITEM NO. DESCRIPTION DG1 Series DG1H Serles
1 TOP = WalNUL ..ot s e s 026884 026884
2 Upper Front Panel ...t e srannesse s sn s e e sennssans 027906-001 027906-002
3 ANLi-SPIash Tray .....ccceciiiiiiiii e e st ssessr e sne e srananases 017371 017371
4 ROCEPIOr — BIOWN ...ttt st arses s s s s ssn s 017361-004  017361-004
5 Right Side Panel Assembly .........ccccernimeiiiiinccnicec s e 018892 018892
6 Loft Sid@ PANeI .........ccceeeeeceeeernrincee et eceee et e sns st ssaas s s sa srassae s s 021916 021916
7 Door Assembly — Walnut ............cccceeinmiirinniinn it 024097 024097
8 (0o ) (o J - T T SO OO RN 025386-001 025386-001
9 HOE FAUCBL ...ttt ettt e s s tesas s s s sra s - 025386-003
10 Faucet Gasket ..........cociireeeeiiirniein s cnnieisr s e s nae bt s e e 025568-004 025568-004
11 Frame ASSBMDIY .....ccc.oiiicciiiiiceeccne et st st ssns e s e sb e e bs e 022285 022285
12 Hot Control w/Mounting ClP .........vceeeeeeeniniisneeniinseeesreis st cssnnssssessansceses --- 028603-001
13 Heat Limiter w/Mounting Clip ......cccoccimimincie e rvcssinersnane e 028604-001
14 (072137 L= T-T-T S OO 018784 018784
15 Insulated Cooling Tank Assembly .......ccccvviimviicniicsc e, 027839-001 027838-001
16 Heating Tank ASSOMDIY ........cocciiiiniiieciitctence s - 027871-001
17 Cooling Tank InSUltION .....ccoiiiiieiiiececr e s 018797 018797
NOT SHOWN
Legs (4 ReqUIred) ...ttt e 013761 013761
Leg Screws (4 Required) ........ccccrevrrce i et 026680-009  026680-009
Leg Washers (4 Required) .........ccouvvevmniiiiiicciinnciccrnincesn s e 023997 023997
Water Bagto Tank TuD@ .......cooviieriniiciie it 023263-002 023263-002
(07011 00T ) (| OO 027040-007 027040-007
Safety Thermostat .........cccccoiiieirniire e e e - 022283
Compressor GIOMMELS ........coomrierieieini e e s e sbe s ssas sesbanes 018566 018566
ComPresSOr CHP ..veeeve ettt ettt e s eer e e s s ans 026996 026996
Compressor Flat Washer ..........cc.civieeeiiiiiicreniiecccensee et e sraeesseeeeeae 027484-001 027484-001
Outlet TUDB PIUG ...ttt et e es s s ssan e eesn e sae s s emenacne 023264 023264
Compression SIEaVE ... s 018285 018285
Drain PIUG ...veeeveieeeren et e cecee s e cnes s stee e e e e s sat s shs st sansesnbesnns 016899-001 016899-001
DOOT LALCh ..ottt cce et s et e s s e e 018813 018813
Paddle SWILCh .......cccviioieeieriniieeeee et et ceee e s e cees e e eeee e e 020478 020478
Thermostat Mounting Clip ........ccceiiiniciecnininicnrecnnis e seee s s st 028422-001
COMPRESSORS AND SERVICE CORDS
DG1-Z DG1-001-D
USED ON MODELS DG1H-Z USED ON MODELS DG1H-001-D
18 Compressor ............... 027243-001 18 Compressor ............... 026868-001
19 Relay ......ccccconievenennee. 027267-001 19 Relay ....cccccoeoveeeenenne 026867
20 Overload .........cccceeuenee 027268-001 20 Overload .................... Internal
21 Service Cord .............. 026540-010 21 Service Cord .............. 026540-003




SERVICE CHECK

CHART

TROUBLE

PROBABLE CAUSE

REMEDY

Unit not running

No electrical power

Defective cold control
Defective relay

Check power source

Check that cold control
is not in off position

Replace
Replace

Unit running but
not cooling

Refrigerant leak or low
refrigerant

Add refrigerant

Unit running
continuously

Defective cold control
Low refrigerant

Replace
Add refrigerant
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ELECTRICAL DIAGRAM
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