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SERVICE INSTRUCTIONS

_.with lllustrated Parts Breakdown

EB WATER COOLER MODELS:
EB1-002, EB1-E
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DESCRIPTION

This model provides bottled drinking water cooled to 50°F at one
gallon per hour. This unit is free-standing and requires only
electrical power.

The refrigeration system is hermetically sealed at manufacture
and is generally considered to be non-field-serviceable. The
compressor pumps refrigerant through the convection-cooled
condenser and a capillary tube to the cooling tank evaporator.
The evaporator is wrapped around the cooling tank for high
efficiency.

The electrical circuit includes automatic overload protection and
an adjustable cold control for water temperature regulation.

SPECIFICATIONS

Voltage 115 VAC +10%/1PH/60 Hertz
Size 38"H., 12"W., 12" D.
Shipping Weight (Approx) 451 BS.
Cold Water Capacity* 1 GPH
Compressor

EB1-002 1/12 HP

EB1-E 110 HP
Compressor (Full Load)

EB1-002 2.2 Amps

EB1-E 1.4 Amps
Refrigerant R-12
Refrigerant Charge 1-3/8 OZ.

*A.R.l. Rating: Room Temperature 90°F; Supply Water Tem-
perature 90°F; Drinking Water Temperature 50°F.

Specifications subject to change without notice.
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(" PARTS LIST )

EB1-002
ITEM NO. DESCRIPTION EB1-E
1 FUNNGI BAFfl@ ... e e s e s s e e e e rnee s 025430
2 Cooling TanK FithiNg .......cceeeiiiieiecriiieiiriiieenites e st ssere s ssaee st r e s sne e s e eessnee e nnesssaneeensanansans 020485
3 L= o T - 1o P R SRR 020508-001
TOP = WHIEO ittt e st e te e e st e e st st st ae e e ennae e saseesnsesarsases sessansnn 020508-002
4 Upper Front Pan@l — Tan ...ttt ettt ettt r e e es e san e baeas s s 020509-102
Upper Front Panel — WHIte ..ottt ss e st s 020509-122
5 Faucet Gasket — TN ...t st e e et ene s nr e enne 025568-001
Faucet Gasket — WHIte ........ccoo ettt ear e s sbesennes 025568-002
6 FAUCEE — TAN ..ottt et e e et s s ere e st e et e sae s eane st beenseeenbeeneassbeeaes 025943-001
FauCat — WRItE ...ttt e s e e ee e be et e e ee b e saeeerteenbaesaneans 025943-010
7 SPIASH TTAY ettt sttt ettt e e e e s resae s e et se e sae s sestesbe et eneereeeseenessenereeas 020497
8 =TT o) (o g =T o OO O ST U PO 020503-003
RECAPIOr — WHILE ... ree st s e en e ene e sae s sbe e e sente s 020503-004
9 Lower Front Panel — WalnUt ...t eeeen et e s ees e s nesnae s 022463-001
Lower Front Panel — WhIe ..........ccccuiiirciiiirir vt er ettt s e st seeee 022463-002
10 Cooling Tank ASSEMDIY ..ottt et sttt e s s sr et st s s e ssnesrese e 025493-001
11 Cooling TanK INSUIGLION ......coouiieiie ettt et et eb e e e e e nessr e 027891-001
12 Watar Outlet TUDE GASKET ......cccoirieriie ettt et s e cre e e et e s 027139
13 Watar QUL TUDG ...t er e ettt s e e 020484
14 Cold CONIOL ...ttt et et s ere s stssbaese s et eseneane st seeesteesesaesseeeanas 027040-011
15 ShBIF . et et e e s sr e e b st e et e e e 020501
16 Shelf INSUIRION ...ttt sttt sn e s eeeeeae 020483-001
17 SUPPOM COIUMN ..ttt st sttt ee e ba et e eees et e e sressrsssabbst s s e eeeeneenenee e 020507-001
18 CONABNSEN ...ttt ettt e e e st ts b e s een e s s st e sr et e s st st s e e et et seneeseeeeeraesaeean 020499
19 BASO ..ottt et s s e seeene e et et anenne et e e eneans 020513
20 Side PAN@] — TAN ..ottt e et st st ee et et e 020512-001
SidE PANGI — WRIE ..ottt ettt e eeese et e see e e e eee s 020512-004
21 Water Guard Bottle Gasket — Tan .......c.ccocoeoiiiciieeiie et ee et ee e seseeaeaens 026757-001
Water Guard Bottle Gasket — WHILe ..........coiiieieciieceieceeceee ettt se e e seeseneeens 026757-003
22 AP FIREE RING oottt ettt ettt e e en e e s eeeeeee e s e ete st eanene e 026972
NOT SHOWN
Heat EXChanGer ASSEMDIY .........c.coiireieireiiee ettt et s e e eeee e e 025495-001
Strain Relief BUSHING ......c.oovoiiirirr ettt e ee e se e ne et e e eenae e 019008
Speednut (Which Holds Side Panel On) ...........cc.oocovvuiviieiiiiieiieceeeeee e e e s s eesseneeeas 020938
COMPIBSSOT ClIP ..v.viviriceiieeetirireertetis et et e et se st st et sesesseeneneeensne e e enneassnnns s 026996
COMPIESSOr GrOMMEL ......ccceoeiiiiriieirtieieiereiee ittt tebes s ses e seeeseeeeeseesneseeeeeeemsaeseenesenaesens 018566
ComPprassor Flat WASKEN ...t e e ee e s s et ees s 027484-001
COMPRESSORS AND SERVICE CORDS
USED ON MODEL EB1-002 USED ON MODEL EB1-E
23  *Compressor Assembly .... 016939 23 *Compressor .........c....... 028341-001
24  Relay .....ccoovvveerrcerenennn 016941 24 Relayand ...........c.........
25  Overload ........cccocvevenmene 016942 25  Overload Assembly .......... 028342-001
26 Service Cord .................... 026540-005 26  Service Cord .................... 026540-010

*NOTE: Compressors include relay and overload.




SERVICE CHECK CHART

TROUBLE PROBABLE CAUSE REMEDY

Unit not running No electrical power Check power source

Check that cold control
is not in off position

Defective cold control Replace
Defective relay Replace
Unit running but Refrigerant leak or low Add refrigerant
not cooling refrigerant
Unit running Defective cold control Replace
continuously Low refrigerant Add refrigerant

ELECTRICAL DIAGRAM

RELAY
L7 L o
coLp T
THERMOSTAT 4 A
N ¢
COMPRESSOR ! : JORE:
TERMINAL COMPRESSOR | BK ?
® @
coLp
\ CONTROL
T L,BLACK
| -
OVERLOAD _ ! i ° s
SWITCH PP LyWHITE r
OVERLOAD w
L3GREEN BK
L oy
BK
RELAY = l
® = TERMINATION POINT
EB1-002 EB1-E

®
EBEU MANUFACTURING COMPANY
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