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SERVICE INSTRUCTIONS

...with lllustrated Parts Breakdown
WATER COOLER MODELS:

’ EBATHS-D, EBATHS-B,
EBATHS-M, EBATHS-S

J

NOTE: EBA1T1SH MODELS
SAME AS EBATHS MODELS

N A

DESCRIPTION

This mode! provides bottled drinking water cooled to 50°F at 0.6
gallons per hour and heated to 165°F at 45 cups per hour. This
unit is free-standing and requires only electrical power.

The refrigeration system is hermetically sealed at manufacture
and is generally considered to be non-field serviceable. The
compressor pumps refrigerant through the convection-cooled
condenser and a capillary tube to the cooling tank evaporator.
The evaporator is wrapped around the cooling tank for high
efficiency. The heating tank is vented to atmospheric pressure.

The electrical circuit includes automatic overload protection, an
adjustable cold control for water temperature regulation, and a
heater switch to permit the hot water system to be turned off
when not in use.

SPECIFICATIONS

Voltage 115 VAC £10%/1PH/60 Hertz
Size 38"H., 12"W_ 12" D.
Shipping Weight (Approx) 50 LBS.
Cold Water Capacity* 0.6 GPH
Compressor 1/20 HP
Compressor (Full Load) 5.5 Amps
Refrigerant R-12
Retrigerant Charge 1-1/8 OZ.

*A.R.l. Ratings: Room Temperature 90°F; Supply Water Tem-
perature 90°F; Drinking Water Temperature 50°F.

Specifications subject to change without notice.
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PARTS LIST

~N

EBA1HS
ITEM NO. DESCRIPTION SERIES
1 BAMIG ...cverieeceeet et ettt e e s teer s se e s e e s R SR e a e R s R g bRt es g s R R R es g eEees b eeeaRe nheees sre nEe s e sae eeesreeuteaesreeueas 024398
2 Deflector .......... 024402
3 Cooling Tank FItiNG ......ccccovrrirerrnecrcee e s sosene 020485
4 TOP = TAN ettt ccrer e st ceaesa et eresen s e e e sns e 020508-001
Top - Almond ................ 020508-004
5 Upper Front Panel - 020509-105
Upper Front Panel — AIMONG .........cccccverieienrerrcrcreenenseemeessssesessesssostesconsereas snesstrs caseostassesesssresesestas esssarsessssanescs se 020509-126
6 FaUCBE GASKEE — TN ....oueeieirieieeneie e e ceceece st st e sese s s ea s se e et re g e sanser e eaessens b e csesarbrecenessen cenes sessassrnesss sensesacsnn 025568-004
Faucet Gasket — White 025568-003
7 Cold Faucet — Tan ......... 025943-001
Cold Faucet — Almond ... 025943-016
8 Hot Faucet—Tan ....... 025943-002
Hot Faucet - Aimond .. 025943-018
9 SPIASN TIAY ..eeeniiieiiietieer et et rtr e st e tr e see st et es e s et sueenbans aesaesreaebsenses obesesarsasasnente sasaesss sobaasban tsebeasaesaeentestnaneen 020497
10 RECEPION = TAN ...ttt e et et e es e e ev e seeesr e s eeates s see st eesser s eass eenevnses sessesanbsensnense seseeesssessrnaeanen sresrnernrenns 020503-003
Receptor — Almond ........... 020503-006
1 Lower Front Panel - Walnut . 022463-001
Lower Front Panel — Almond ... 022463-003
12 Cooling Tank Assembly .... 027981-001
13 Cooling Tank Insulation .... 027891-001
14 Gasket (WALer OQUHEE TUDE) ....c.oov it tteteeseete st re s e re e eseeve e eseess et essassersessesesrnearsseanssnseestossanca seensnncnsensensn 027139
15 GASKEL (HOL TANK INJOL) .....oiiveieiieeiieiects ettt ee e st e eas s esbaes e e tesnssesssnss saesae st sesssessesrsesnssn e saesnsessresnssernssssesrenssen 027965-001
16 Water Outlet Tube ...... 020484
17 Cold Control ........ 027040-011
18 Shelf ............. 020501
19 Shelf insulation .... 025560
20 Support Column .. 020507-001
21 CONAONSOI ......c.viuereieciireirt it et sreeressrsassensesasssere et essesssseasesssaseasesessesasesessenans sas seeanesss seansesen sesesanseanaessasessnassrssesessansnnnte 020489
22 BASO ...ttt s e es e e e et e s e a £ ee s st e ee et £ue Sas san e sEeser s ek Sasere neere s bt ebeaaeenbenteeneas 020513
23 Side Panel - Tan .... 020512-001
Side Panel - Almond .. 020512-005
24 Hot Tank Assembly ..................... 028618-001
25 Hot Control w/Mounting Clip ........ 028603-001
26 Heat Limiter w/Mounting Clip .... 028604-001
27 Water Guard Bottle Gasket — Tan ...... 026757-001
Water Guard Bottle Gasket — White 026757-003
28 A FiltOr ...t rer e e 026972
29 Hot Tank Mounting Bracket 025549
30 Hot Tank Spacer ............... 025547
31 HOt TANK PAAAIE SWILCH ...vveivveieee ittt ettt sttt e et e st st e et e er s en st nneeanre e 020478
NOT SHOWN
HOBEEXCRANGET ..ottt crceserisretse st st e et ser e ses s essessasssssasbssaesssasesebebessbeses st srssenses st et essbes abssss st esnsossemenssenee 025495-002
Strain Relief Bushing .............cccou...... 019008
Speednut (Which Holds Side Panel On) . 020938
Compressor Clip .........ccccevuveevrceecrnennne 026996
Compressor Grommet .... 018566
Compressor Flat Washer ........................ 027484-001
Hot Control — Heater Limiter Mounting Clip 028422-001
FTG, HOt TANK Drain PlUG .......c.occiiiiininirieiieteie st sere s et ersae st sttt st seseasessterssssssssssessasessssssnssrssssssn s st sessasssnsssanans 028645-001
COMPRESSORS AND SERVICE CORDS
USED ON MODEL EBA1HS-D USED ON MODEL EBA1HS-P
32 *COMPIESION ....ovevveeensrnrenesrserescnansees 026868-001 32 *COMPIESSOT ......ccrveriimmenrininimsirssiesnsrians 027471-001
33 REIAY ..oeeceecreeerrnrccce s cecesssiansees 026867 33 Relay .....ccceeeicicceriiireieeere v 027709-001
34 Service Cord .......ccvenenvenciiiinciieenins 026540-003 34 Service Cord ..o 026540-003
USED ON MODEL EBA1HS-M USED ON MODEL EBA1HS-S
32 *COMPrOSSOr ...cccvevereemenrrieseeresssrossosssenss 028104-001 32 “COMPrOSSON ....cooveeeeeenermeneessnssrcaessenseenns 028297-001
33 Relay ........ 027709-001 33 RelAY .....coreeercrc i 027709-003
34 Service Cord 026540-003 34 Service Cord ......ceeieeecccemmineccnennneen e 026540-003

*NOTE: Compressors include relay and internal overload.




SERVICE CHECK CHART

TROUBLE

PROBABLE CAUSE

REMEDY

Unit not running

No electrical power

Defective cold control
Defective relay

Check power source

Check that cold control
is not in off position

Replace
Replace

Unit running but
not cooling

Refrigerant leak or low
refrigerant

Add refrigerant

Unit running
continuously

Defective cold control
Low refrigerant

Replace
Add refrigerant

ELECTRICAL DIAGRAM
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EBA1THS-P,

EBATHS-M,

EBA1HS-S

EBCO
MANUFACTURING COMPANY
265 N. Hamilton Rd. «P.0. Box 13150 « Columbus, OH 43213-0150+614/861-1350+Cable: EBCO+Fax: 614/861-5017
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